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Telephone No. (215) 355-8400 FAX No. (215) 355-1789

INSTALLATION - MODEL 600-9NL

FIGURE 1 IS AN OUTLINE DRAWING OF THE FLOW TRANSDUCER, SHOWING FLOW
CONNECTIONS AND MOUNTING DIMENSIONS.

ALL FLOW WETTED PARTS ARE 316 STAINLESS STEEL.

THE FLOW TRANSDUCER CAN BE MOUNTED HORIZONTALLY OR VERTICALLY,

HOWEVER, WHEN MOUNTED VERTICALLY FLOW DIRECTION MUST BE UPWARDS.
THE FLOW SHOULD ENTER AT THE PORT MARKED "IN" AND EXIT AT THE PORT

MARKED "OUT".

THE METER SHOULD BE INSTALLED IN A STRAIGHT LINE. THIS LINE SHOULD
PREFERABLY BE THE SAME DIAMETER AS THE METER TUBE OR PIPE. THIS
STRAIGHT LINE SHOULD HAVE A MINIMUM LENGTH OF TEN (10) DIAMETERS
AHEAD OF THE METER. LIKEWISE, A STRAIGHT LENGTH OF THE PIPE OR TUBE

AFTER THE METER SHOULD BE AT LEAST A LENGTH OF FIVE (5) PIPE DIAMETERS.

WHERE PHYSICAL CONDITIONS PREVENT THIS, INFORM US IN ADVANCE AND WE
WILL CALIBRATE THIS METER UNDER ACTUAL OPERATING CONDITIONS.

POWER WILL BE 24 vDC
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TRANSDUCER VOLTAGE






